




  
 
 

Hydrology Report for 
Sand Canyon Country Club 

 
 

VOLUME 1 
 

County of Los Angeles 
 
 

Hunsaker Project No: 
0261-001-001 

Revised September 26, 2018 
 

Prepared for: 
 

Sand Canyon Country Club 
27734 Sand Canyon Road 

Santa Clarita, California  91387 
 
 
 

        Prepared by: 
 

Gregory Keldjian 
        Hunsaker and Associates, LA Inc. 
            26074 Avenue Hall, Suite 23 
                  Valencia, CA 91355 
       Telephone: (661) 294-2211 Fax: (661) 294-9890 

 
Under the supervision of: 

 
 
 
 
 

__________________________________________________ 
Jason H. Fukumitsu RCE 40695  Exp. 3/31/19 

 



i 
 

TABLE OF CONTENTS 
 

 
 
1. INTRODUCTION…………………………………………………………….…1 
 

1.1 Report Summary        
 

1.2 Project Description  
  
2. METHODOLOGY……………………………………………………………....3  
 
3. DESIGN CRITERIA………………………………………………………….…4  
 
4. RATIONAL METHOD HYDROLOGY WATERSHEDS……………..……....5 
 
5. WATER QUALITY……………………………………………………..……....6 
 
6. CONCLUSION AND RECOMMENDATIONS ……………………………….7  
 
7. REFERENCES…………………………………………………………..……..10  
 
8. APPENDICES 
 

A. Rational Method Hydrology 
 
1. Existing Hydrologic Results for 50-yr Storm Event 

2. Proposed Hydrologic Results for 50-yr Storm Event 

3. LID Hydrologic Results 

4. Existing Debris Production Calculation  

5. Proposed Debris Production Calculation   

6. Existing Bulk Flow Calculation  

7. Proposed Bulk Flow Calculation 

 
B. Hydrological Maps  

 
1. Existing Hydrology Map 

2. Proposed Hydrology Map 

3. Water Quality LID Exhibit 

 

 



ii 
 

C. Hydrologic Reference Graphs & Table  

1. 50-Year, 24-Hour Isohyet (LACDPW)  

2. Runoff Coefficient Curves for Soil Types 20 and 99 

3. Los Angeles County Proportion Impervious Data Table 

4. Los Angeles County Debris Production Rates for Santa Clara Basin 

5. Los Angeles County Peak Bulking Factors for Santa Clara Basin 

 
D. Reference Plans: 

 
1. L.A.C.D.P.W. PD0484



Hydrology Report 
Sand Canyon Country Club 

______________________________________________________________________________ 
 

 ________________________________________________________________________________________________________  
Hunsaker & Associates Los Angeles Inc.  Page 1 
 

1.0 INTRODUCTION 
 
 
1.1 REPORT SUMMARY 
 
The purpose of this report is to present the Final Hydrology Design for Sand Canyon Country 
Club Tr. 52004. The report analyzes existing and proposed rough graded conditions for the 25, 
50-year, and 50-year Capital Storm.  
 
A 24-Hour storm analysis based upon the Los Angeles County Rational and Modified Rational 
Methods of Hydrology was used for clear, burned, and burned and bulked conditions for the 
watershed(s). 
 
This report is divided into several sections. Section 1 contains the introduction; Section 2 
discusses the methodology used in the hydrologic analysis; Section 3 summarizes the design 
criteria used; Section 4 is a description the hydrologic model and brief description of each 
watershed and its land uses; Section 5 includes the conclusions and recommendations of this 
report, and Section 6 includes a list of the references used in the preparation of this report. 
 
 
1.2 PROJECT DESCRIPTION 
 
Sand Canyon Country Club consists of 75.5 acres and is located within a 1,634 square-mile 
Santa Clara River Basin. Tract 52004 includes the project site as well as existing residential and 
golf course areas. This hydrology study outlines the pre and post–development drainage for the 
site. This report addresses drainage from the upper limits of the project’s drainage areas to the 
southerly edge of the Santa Clara River. The proposed project is composed of a park area, 
residential development, resort, hotel and golf course. It will also contain an existing pond.  The 
site receives offsite water from a stream running roughly parallel to Live Oak Springs Canyon 
Road. The stream originates southeast of the project site in the Magic Mountain Wilderness 
Area. This brings the total acreage covered by this hydrology to approximately 750-acres. 
 
The topography of the site contains moderate to steep sided ridges and some incised canyons. 
The project site drains mostly north or west. Flows ultimately drain into the Santa Clara River.  
 
Land use within the watershed will contain developed and undeveloped areas. The development 
will consist of single and multi-family residential units, commercial (hotel and resort), as well as 
recreational facilities (tennis courts and golf course).  
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The proposed drainage watersheds generally follow the natural drainage courses. For this tract, 
debris control facilities have been located where natural terrain drains onto proposed 
development. Post-development storm water runoff from the site draining into existing offsite 
facilities will remain the same or higher compared to existing conditions during the capital storm 
event. Areas where the post-development runoff increases are located within the project site. 
Because overall post-development storm flows increase compared to pre-development flows, 
proposed on-site drainage facilities will be designed to accommodate storm flows from upstream 
areas and convey it to an acceptable outlet. Where runoff is conveyed to existing offsite drainage 
facilities, pre and post-development runoff rates and volumes are compared and are included in 
this report. 
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2. METHODOLOGY 
 
The project site has been divided into four (4) watersheds in the existing and proposed conditions 
for analysis purposes. The total area of these watersheds including some offsite areas is 
approximately 175 acres. Each watershed was delineated using the proposed site grading for 
developed area and existing topography for undeveloped areas. The proposed drainage 
watersheds generally follow natural drainage courses. Each of the main watersheds was 
delineated into subareas of less than 40 acres, for the hydrology analysis. The Rational Method 
was used for drainage analysis; this method is found in the Los Angeles County 2006 Hydrology 
Manual. 
  
The time of concentration (Tc) for each subarea was computed using the Los Angeles County 
approved Time of Concentration calculator. The calculator evaluates several hydrologic 
parameters such as soil type, land use, imperviousness, storm frequency, length and slope of each 
area to calculate a time of concentration. The data was used with the Los Angeles County 
HydroCalc software application, to determine peak flow rates for all storm events. 
 
Using the times of concentrations for each subarea (acquired from the Time of Concentration 
calculator), the Rational Method was used to calculate the 50-Year 24-Hour peak runoff flow for 
each subarea. The undeveloped tributary areas were analyzed using a burned coefficient to 
calculate peak runoff rates. Unburned coefficients were used for all developed conditions as well 
as undeveloped conditions for storms other than the 50-year Capital Storm event. Existing golf 
course areas are considered developed and would require unburned coefficients.  
 
The system is designed for the proposed condition as well as future conditions.  The hydrological 
model only includes the existing offsite conditions.  
 
The project’s land use and imperviousness were determined from the Land Use and 
Imperviousness Table provided in the Los Angeles County Hydrology Manual. Soil types and 
rainfall corresponding to each subarea were obtained from the Hydrologic Maps in the Los 
Angeles County Hydrology Manual, Map: 1-H1.45. 
 
The project site is located in two debris potential areas within the Santa Clara Basin, DPA-8 and 
DPA-9. Within the Santa Clara Watershed, DPA-8 and DPA-9 have bulking factors of 1.36 and 
1.27 per square mile, for areas less than or equal to 0.1 mi2. The burned and bulked peak runoff 
rates were calculated by factoring the peak burned runoff rates by the appropriate bulking factor. 
 
Two water quality/detention basins will be constructed, basin #1 will be south of Robinson 
Ranch and basin #2 near the intersection of “H” Drive and “I” Drive.  Refer to proposed 
hydrology map in Appendix B. The debris production rate for Debris Potential Zones DPA-8 and 
DPA-9 are 35,000 cy / mi2 and 16,500 cy / mi2 respectively, for areas less than or equal to 0.1 
mi2. 
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3. DESIGN CRITERIA 
 
Los Angeles County requires that several design criteria’s be followed when using the Rational 
and Modified Rational Method to determine capital flood flow.   
 
The 50-year and 24-hour rainfall isohyets used in the hydrologic calculations were obtained from 
the Los Angeles County Hydrology Manual’s Hydrologic Maps.  This ranged between 5.8” to 
6.0”. Other storm events were determined by factoring the 50-year isohyets. 
 
The soil types within the project site were also determined from the hydrologic maps as 20 and 
99. 
 
The project was assumed to have 55% imperviousness in residential and commercial areas and 
3% for golf course areas. Undeveloped areas within the project were assumed to have 3% 
imperviousness. Road areas within the project were assumed to have 99% imperviousness.  
 
The project lies in two main debris potential areas in the Santa Clara Basin, DPA-8 and DPA-9. 
The respective debris and bulking factors are 35,000 cy / mi2, 1.36 / mi2; and 16,500 cy / mi2, 
1.27 / mi2. 
 
The design criteria used is summarized below: 
 
Hydrology Method:   Los Angeles County Flood Control District Rational 
     Method. 
 
Hydrology Modeling Software HydroCalc 0.3.1-beta 
 
Design Storm:    SUSMP, 25, 50-Year (burned), Capital 
 
50-Year Isohyet:   5.9” 
  
Soil Types:    20 and 99 
 
Land Use and Imperviousness: Golf course (3%) 

Duplexes, triplexes and 2-or 3-unit condominiums and 
townhouses (55%) 
Roads (99%) 

      
Debris Potential Zone:  DPA-8 (35,000 cy / mi2); area < 0.1 mi2 
     DPA-9 (16,500 cy / mi2); area < 0.1 mi2 
 
Peak Bulking Factor:   1.36 / mi2; DPA-8 (area < 0.1 mi2) 
     1.27 / mi2; DPA-9 (area < 0.1 mi2) 
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4. RATIONAL METHOD HYDROLOGY WATERSHEDS 
 

The hydrology analysis was based on the Los Angeles design criteria for the Rational Method. 
Drainage areas were determined and the corresponding sub-areas delineated based on the 
existing topography and proposed grading for the project site.  
 
Following is a brief description of the existing and proposed watersheds. The results of the 
hydrologic modeling can be found in this report on Appendix A. 
 
PROPOSED PROJECT 
 
Existing Condition 
 
The project was delineated into four (4) existing watersheds as described below. 
 
Watershed 100 (East of the Intersection of Sand Canyon Road and Robinson Ranch Road) 
 
Watershed 100 drains approximately 91-acres to the west into an existing Los Angeles County 
Department of Public Works debris basin per PD048476. 
 
Watershed 200 (Southwest of the Intersection of Oak Springs Canyon Road and Pashley Street) 
 
Watershed 200 is located southwest of the intersection of Oak Springs Canyon Road and Pashley 
Street and consists of 15-acres of natural area, which drains north into the Santa Clara River.  
 
Watershed 300 (Southeast of the Intersection of Oak Springs Canyon Road and Pashley Street) 
 
Watershed 300 is located southeast of the intersection of Oak Springs Canyon Road and Pashley 
Street and consists of 26-acres of natural area, which drains north toward Santa Clara River.  
 
Watershed 400 (West and South of the existing Sand Canyon Country Club parking lot) 
 
Watershed 400 is located west and south of an existing parking lot belonging to Sand Canyon 
Country Club. This watershed drains approximately 14-acres into the Santa Clara River. 
 
Proposed Condition 
  
In the proposed condition, the project was delineated into four (4) main watersheds. All 
undeveloped area runoff was calculated with burned runoff coefficients for the 50-year, 24-hour 
design storm.  
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Watershed 100 (East of the Intersection of Sand Canyon Road and Robinson Ranch Road) 
 
The proposed watershed 100 includes approximately 103-acres of tributary area that will be 
draining toward to the existing Los Angeles County Public Works Department debris basin 
PD048476.  This watershed consists of approximately 43-acres of offsite area and approximately 
40-acres of onsite commercial and mufti-family development. One water quality basin and one 
water quality/detention basin will be constructed in this watershed.  
 
Watershed 200 (Southwest of the Intersection of Oak Springs Canyon Road and Pashley Street) 
 
Similar to existing watershed 200, the 11-acres tributary area drains toward the Santa Clara 
River.  
 
Watershed 300 (Southeast of the Intersection of Oak Springs Canyon Road and Pashley Street) 
 
Similar to existing watersheds 300, the 17-acres tributary area drains toward the Santa Clara 
River.  
 
Watershed 400 (West and South of existing Sand Canyon Country Club parking lot) 
 
Watershed 400 drains to existing ponds and will ultimately drain north. The tributary area is 
approximately 16 acres. The ponds in watershed 400 will be privately maintained.  
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5. WATER QUALITY 
 
L.A.C.D.P.W. is responsible for the planning and operation of roads, building safety, flood 
control, and sewage. It is required by L.A.C.D.P.W. to quantify how much impact the proposed 
condition will have on the existing condition.  
 
In the proposed condition, two water quality/detention basins will be constructed in watershed 
100. Water quality /detention basin #2 will detain flow from a small oak tree preserve (1.6 ac). It 
will then go to the debris basin found in PD048475 which is maintained by L.A.C.D.P.W. Water 
quality/detention basin #1 will also be constructed in proposed watershed 100. Over time water 
will build up in basin #1 and overflow towards the same existing debris basin from PD048475. 
Water quality/detention basin #1 will also pick up offsite water from the south. An existing 
stream goes through this water quality/detention basin and conveys the overflow to the debris 
basin. The size of this water quality/detention basin #1 is 3.44 ac-ft. These facilities are shown in 
proposed hydrology map in Appendix B. Flows ultimately travel to the Santa Clarita River, but 
pass through the existing debris basin first.  
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6. CONCLUSIONS & RECOMMENDATIONS 
 
Based upon the hydrologic analysis performed, the developed project condition will result in 
onsite and offsite impacts. There are increases in runoff to the existing debris basin per 
PD048476. 
 
See a summary of the results for runoff rates on Table 1.  Detailed calculations can be found in 
the Appendix A. Existing and proposed hydrology maps can be found in Appendix B. 
 
Table 1 - Runoff Summary 
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Existing (100 Watershed) Q (cfs) 146.7 156.3 804 

Area (ac) 90.6 q  (cfs/ac) 1.6    
Proposed (100 Watershed) Q (cfs) 187.0 195.6 611 

Area (ac) 103.5 q  (cfs/ac) 1.8    
Delta Q (cfs) 40.3 39.3  

Area (ac) 12.9 q  (cfs/ac) 0.2    
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Proposed (200 Watershed) Q (cfs) 26.5 34.9 265 
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Delta Q (cfs) -5.4 -8.5  
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(c.y.) 
Existing (300 Watershed) Q (cfs) 46.6 59.6 1335 

Area (ac) 26.3 q  (cfs/ac) 1.8    
Proposed (300 Watershed) Q (cfs) 33.4 44.6 425 

Area (ac) 17.0 q  (cfs/ac) 2.0    
Delta Q (cfs) -13.2 -15.0  

Area (ac) -9.3 q  (cfs/ac) 0.2    
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Table 1 - Runoff Summary (Cont,) 
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(c.y.) 
Existing (400 Watershed) Q (cfs) 47.2 48.0 21 

Area (ac) 17.4 q  (cfs/ac) 2.7    
Proposed (400 Watershed) Q (cfs) 46.4 47.2 21 

Area (ac) 16.4 q  (cfs/ac) 2.8    
Delta Q (cfs) -0.8 -0.8  

Area (ac) -1.0 q  (cfs/ac) 0.1    

 
 
Table 2 – Water Quality/Detention Summary 
 
Basin #1 
  Ac-ft 
LID Req Volume 1.67 

Biofiltration Req Volume  
(150% of LID Red Volume) 

2.51 

Detention (Subarae 101-104) 0.27 

Total Req. Volume 
(Biofiltration Vol + Detention) 

2.78 

Provided Volume 4.21 
 
Basin #2 
  Ac-ft 
LID Req Volume 0.21 

Biofiltration Req Volume  
(150% of LID Red Volume) 

0.32 

Detention (Subarea 106) 0.01 

Total Req. Volume 
(Biofiltration Vol + Detention) 

0.33 

Provided Volume 0.39 
 
Existing Debris Basin Per PD 048475 

Subarea 
Tributary Area 

(ac) Qpm (cfs) 
105A 0.3 0.1 
105B 1.1 0.2 
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A. Rational Method Hydrology 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



 1. Existing Hydrologic Results for 50-yr Storm Event 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



Peak Flow Hydrologic Analysis
File location: G:/Sand Canyon Resort/Storm/Hydrology/Design Backup/Existing Hyodology Calc/Existing Sand Canyon Report.pdf
Version: HydroCalc 0.3.1-beta

Input Parameters
Project Name Sand Canyon
Subarea ID 101
Area (ac) 26.5
Flow Path Length (ft) 1830.0
Flow Path Slope (vft/hft) 0.1
50-yr Rainfall Depth (in) 5.9
Percent Impervious 0.03
Soil Type 99
Design Storm Frequency 50-yr
Fire Factor 0.34
LID False

Output Results
Modeled (50-yr) Rainfall Depth (in) 5.9
Peak Intensity (in/hr) 2.4301
Undeveloped Runoff Coefficient (Cu) 0.8057
Developed Runoff Coefficient (Cd) 0.8085
Time of Concentration (min) 11.0
Clear Peak Flow Rate (cfs) 52.0656
Burned Peak Flow Rate (cfs) 53.6656
24-Hr Clear Runoff Volume (ac-ft) 3.415
24-Hr Clear Runoff Volume (cu-ft) 148757.6328



Peak Flow Hydrologic Analysis
File location: G:/Sand Canyon Resort/Storm/Hydrology/Design Backup/Existing Hyodology Calc/Existing Sand Canyon Report.pdf
Version: HydroCalc 0.3.1-beta

Input Parameters
Project Name Sand Canyon
Subarea ID 102
Area (ac) 12.8
Flow Path Length (ft) 962.0
Flow Path Slope (vft/hft) 0.07
50-yr Rainfall Depth (in) 5.9
Percent Impervious 0.03
Soil Type 20
Design Storm Frequency 50-yr
Fire Factor 0.34
LID False

Output Results
Modeled (50-yr) Rainfall Depth (in) 5.9
Peak Intensity (in/hr) 2.5414
Undeveloped Runoff Coefficient (Cu) 0.5651
Developed Runoff Coefficient (Cd) 0.5751
Time of Concentration (min) 10.0
Clear Peak Flow Rate (cfs) 18.7086
Burned Peak Flow Rate (cfs) 20.5151
24-Hr Clear Runoff Volume (ac-ft) 1.1675
24-Hr Clear Runoff Volume (cu-ft) 50857.3535



Peak Flow Hydrologic Analysis
File location: G:/Sand Canyon Resort/Storm/Hydrology/Design Backup/Existing Hyodology Calc/Existing Sand Canyon Report.pdf
Version: HydroCalc 0.3.1-beta

Input Parameters
Project Name Sand Canyon
Subarea ID 103
Area (ac) 20.7
Flow Path Length (ft) 1653.0
Flow Path Slope (vft/hft) 0.12
50-yr Rainfall Depth (in) 5.9
Percent Impervious 0.03
Soil Type 99
Design Storm Frequency 50-yr
Fire Factor 0.34
LID False

Output Results
Modeled (50-yr) Rainfall Depth (in) 5.9
Peak Intensity (in/hr) 2.5414
Undeveloped Runoff Coefficient (Cu) 0.8116
Developed Runoff Coefficient (Cd) 0.8143
Time of Concentration (min) 10.0
Clear Peak Flow Rate (cfs) 42.8358
Burned Peak Flow Rate (cfs) 44.1129
24-Hr Clear Runoff Volume (ac-ft) 2.6684
24-Hr Clear Runoff Volume (cu-ft) 116235.583



Peak Flow Hydrologic Analysis
File location: G:/Sand Canyon Resort/Storm/Hydrology/Design Backup/Existing Hyodology Calc/Existing Sand Canyon Report.pdf
Version: HydroCalc 0.3.1-beta

Input Parameters
Project Name Sand Canyon
Subarea ID 104
Area (ac) 30.6
Flow Path Length (ft) 1884.0
Flow Path Slope (vft/hft) 0.08
50-yr Rainfall Depth (in) 5.9
Percent Impervious 0.03
Soil Type 20
Design Storm Frequency 50-yr
Fire Factor 0.34
LID False

Output Results
Modeled (50-yr) Rainfall Depth (in) 5.9
Peak Intensity (in/hr) 2.0377
Undeveloped Runoff Coefficient (Cu) 0.5195
Developed Runoff Coefficient (Cd) 0.5309
Time of Concentration (min) 16.0
Clear Peak Flow Rate (cfs) 33.104
Burned Peak Flow Rate (cfs) 36.7876
24-Hr Clear Runoff Volume (ac-ft) 2.7734
24-Hr Clear Runoff Volume (cu-ft) 120807.9883



Peak Flow Hydrologic Analysis
File location: G:/Sand Canyon Resort/Storm/Hydrology/Design Backup/Existing Hyodology Calc/Existing Sand Canyon Report.pdf
Version: HydroCalc 0.3.1-beta

Input Parameters
Project Name Sand Canyon
Subarea ID 201
Area (ac) 15.0
Flow Path Length (ft) 1504.0
Flow Path Slope (vft/hft) 0.1
50-yr Rainfall Depth (in) 5.9
Percent Impervious 0.01
Soil Type 99
Design Storm Frequency 50-yr
Fire Factor 0.34
LID False

Output Results
Modeled (50-yr) Rainfall Depth (in) 5.9
Peak Intensity (in/hr) 2.5414
Undeveloped Runoff Coefficient (Cu) 0.8116
Developed Runoff Coefficient (Cd) 0.8125
Time of Concentration (min) 10.0
Clear Peak Flow Rate (cfs) 30.973
Burned Peak Flow Rate (cfs) 31.9073
24-Hr Clear Runoff Volume (ac-ft) 1.8378
24-Hr Clear Runoff Volume (cu-ft) 80053.1848



Peak Flow Hydrologic Analysis
File location: G:/Sand Canyon Resort/Storm/Hydrology/Design Backup/Existing Hyodology Calc/Existing Sand Canyon Report.pdf
Version: HydroCalc 0.3.1-beta

Input Parameters
Project Name Sand Canyon
Subarea ID 301
Area (ac) 26.3
Flow Path Length (ft) 2145.0
Flow Path Slope (vft/hft) 0.05
50-yr Rainfall Depth (in) 5.9
Percent Impervious 0.01
Soil Type 99
Design Storm Frequency 50-yr
Fire Factor 0.34
LID False

Output Results
Modeled (50-yr) Rainfall Depth (in) 5.9
Peak Intensity (in/hr) 2.1697
Undeveloped Runoff Coefficient (Cu) 0.7895
Developed Runoff Coefficient (Cd) 0.7906
Time of Concentration (min) 14.0
Clear Peak Flow Rate (cfs) 45.1111
Burned Peak Flow Rate (cfs) 46.6325
24-Hr Clear Runoff Volume (ac-ft) 3.2186
24-Hr Clear Runoff Volume (cu-ft) 140201.0194



Peak Flow Hydrologic Analysis
File location: G:/Sand Canyon Resort/Storm/Hydrology/Design Backup/Existing Hyodology Calc/Existing Sand Canyon Report.pdf
Version: HydroCalc 0.3.1-beta

Input Parameters
Project Name Sand Canyon
Subarea ID 401
Area (ac) 9.3
Flow Path Length (ft) 683.0
Flow Path Slope (vft/hft) 0.08
50-yr Rainfall Depth (in) 5.9
Percent Impervious 0.03
Soil Type 99
Design Storm Frequency 50-yr
Fire Factor 0.34
LID False

Output Results
Modeled (50-yr) Rainfall Depth (in) 5.9
Peak Intensity (in/hr) 3.231
Undeveloped Runoff Coefficient (Cu) 0.8377
Developed Runoff Coefficient (Cd) 0.8396
Time of Concentration (min) 6.0
Clear Peak Flow Rate (cfs) 25.2283
Burned Peak Flow Rate (cfs) 25.8827
24-Hr Clear Runoff Volume (ac-ft) 1.1996
24-Hr Clear Runoff Volume (cu-ft) 52253.8561



Peak Flow Hydrologic Analysis
File location: G:/Sand Canyon Resort/Storm/Hydrology/Design Backup/Existing Hyodology Calc/Existing Sand Canyon Report.pdf
Version: HydroCalc 0.3.1-beta

Input Parameters
Project Name Sand Canyon
Subarea ID 402
Area (ac) 8.1
Flow Path Length (ft) 572.0
Flow Path Slope (vft/hft) 0.06
50-yr Rainfall Depth (in) 5.9
Percent Impervious 0.03
Soil Type 99
Design Storm Frequency 50-yr
Fire Factor 0.34
LID False

Output Results
Modeled (50-yr) Rainfall Depth (in) 5.9
Peak Intensity (in/hr) 3.231
Undeveloped Runoff Coefficient (Cu) 0.8377
Developed Runoff Coefficient (Cd) 0.8396
Time of Concentration (min) 6.0
Clear Peak Flow Rate (cfs) 21.973
Burned Peak Flow Rate (cfs) 22.543
24-Hr Clear Runoff Volume (ac-ft) 1.0448
24-Hr Clear Runoff Volume (cu-ft) 45511.423



 2. Proposed Hydrologic Results for 50-yr Storm Event 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



Peak Flow Hydrologic Analysis
File location: G:/Sand Canyon Resort/Storm/Hydrology/Design Backup/Prop Hydrology Calc/PROP Sand Canyon Report.pdf
Version: HydroCalc 0.3.1-beta

Input Parameters
Project Name Sand Canyon
Subarea ID 101
Area (ac) 16.1
Flow Path Length (ft) 871.0
Flow Path Slope (vft/hft) 0.02
50-yr Rainfall Depth (in) 5.9
Percent Impervious 0.55
Soil Type 99
Design Storm Frequency 50-yr
Fire Factor 0.34
LID False

Output Results
Modeled (50-yr) Rainfall Depth (in) 5.9
Peak Intensity (in/hr) 2.6704
Undeveloped Runoff Coefficient (Cu) 0.8165
Developed Runoff Coefficient (Cd) 0.8624
Time of Concentration (min) 9.0
Clear Peak Flow Rate (cfs) 37.0786
Burned Peak Flow Rate (cfs) 37.858
24-Hr Clear Runoff Volume (ac-ft) 4.7506
24-Hr Clear Runoff Volume (cu-ft) 206934.9914



Peak Flow Hydrologic Analysis
File location: G:/Sand Canyon Resort/Storm/Hydrology/Design Backup/Prop Hydrology Calc/PROP Sand Canyon Report.pdf
Version: HydroCalc 0.3.1-beta

Input Parameters
Project Name Sand Canyon
Subarea ID 102
Area (ac) 16.4
Flow Path Length (ft) 1232.0
Flow Path Slope (vft/hft) 0.07
50-yr Rainfall Depth (in) 5.9
Percent Impervious 0.55
Soil Type 99
Design Storm Frequency 50-yr
Fire Factor 0.34
LID False

Output Results
Modeled (50-yr) Rainfall Depth (in) 5.9
Peak Intensity (in/hr) 2.6704
Undeveloped Runoff Coefficient (Cu) 0.8165
Developed Runoff Coefficient (Cd) 0.8624
Time of Concentration (min) 9.0
Clear Peak Flow Rate (cfs) 37.7695
Burned Peak Flow Rate (cfs) 38.5634
24-Hr Clear Runoff Volume (ac-ft) 4.8391
24-Hr Clear Runoff Volume (cu-ft) 210790.9229



Peak Flow Hydrologic Analysis
File location: G:/Sand Canyon Resort/Storm/Hydrology/Design Backup/Prop Hydrology Calc/PROP Sand Canyon Report.pdf
Version: HydroCalc 0.3.1-beta

Input Parameters
Project Name Sand Canyon
Subarea ID 103
Area (ac) 4.07
Flow Path Length (ft) 1971.0
Flow Path Slope (vft/hft) 0.08
50-yr Rainfall Depth (in) 5.9
Percent Impervious 0.9
Soil Type 99
Design Storm Frequency 50-yr
Fire Factor 0.34
LID False

Output Results
Modeled (50-yr) Rainfall Depth (in) 5.9
Peak Intensity (in/hr) 2.3327
Undeveloped Runoff Coefficient (Cu) 0.7996
Developed Runoff Coefficient (Cd) 0.89
Time of Concentration (min) 12.0
Clear Peak Flow Rate (cfs) 8.4493
Burned Peak Flow Rate (cfs) 8.584
24-Hr Clear Runoff Volume (ac-ft) 1.656
24-Hr Clear Runoff Volume (cu-ft) 72136.0716



Peak Flow Hydrologic Analysis
File location: G:/Sand Canyon Resort/Storm/Hydrology/Design Backup/Prop Hydrology Calc/PROP Sand Canyon Report.pdf
Version: HydroCalc 0.3.1-beta

Input Parameters
Project Name Sand Canyon
Subarea ID 104
Area (ac) 12.8
Flow Path Length (ft) 962.0
Flow Path Slope (vft/hft) 0.07
50-yr Rainfall Depth (in) 5.9
Percent Impervious 0.03
Soil Type 20
Design Storm Frequency 50-yr
Fire Factor 0.34
LID False

Output Results
Modeled (50-yr) Rainfall Depth (in) 5.9
Peak Intensity (in/hr) 2.5414
Undeveloped Runoff Coefficient (Cu) 0.5651
Developed Runoff Coefficient (Cd) 0.5751
Time of Concentration (min) 10.0
Clear Peak Flow Rate (cfs) 18.7086
Burned Peak Flow Rate (cfs) 20.5151
24-Hr Clear Runoff Volume (ac-ft) 1.1675
24-Hr Clear Runoff Volume (cu-ft) 50857.3535



Peak Flow Hydrologic Analysis
File location: G:/Sand Canyon Resort/Storm/Hydrology/Design Backup/Prop Hydrology Calc/PROP Sand Canyon Report.pdf
Version: HydroCalc 0.3.1-beta

Input Parameters
Project Name Sand Canyon
Subarea ID 105
Area (ac) 1.05
Flow Path Length (ft) 670.0
Flow Path Slope (vft/hft) 0.02
50-yr Rainfall Depth (in) 5.9
Percent Impervious 0.9
Soil Type 99
Design Storm Frequency 50-yr
Fire Factor 0.34
LID False

Output Results
Modeled (50-yr) Rainfall Depth (in) 5.9
Peak Intensity (in/hr) 3.0052
Undeveloped Runoff Coefficient (Cu) 0.8292
Developed Runoff Coefficient (Cd) 0.8929
Time of Concentration (min) 7.0
Clear Peak Flow Rate (cfs) 2.8176
Burned Peak Flow Rate (cfs) 2.8629
24-Hr Clear Runoff Volume (ac-ft) 0.4272
24-Hr Clear Runoff Volume (cu-ft) 18610.6108



Peak Flow Hydrologic Analysis
File location: G:/Sand Canyon Resort/Storm/Hydrology/Design Backup/Prop Hydrology Calc/PROP Sand Canyon Report.pdf
Version: HydroCalc 0.3.1-beta

Input Parameters
Project Name Sand Canyon
Subarea ID 106
Area (ac) 20.4
Flow Path Length (ft) 1592.0
Flow Path Slope (vft/hft) 0.11
50-yr Rainfall Depth (in) 5.9
Percent Impervious 0.55
Soil Type 99
Design Storm Frequency 50-yr
Fire Factor 0.34
LID False

Output Results
Modeled (50-yr) Rainfall Depth (in) 5.9
Peak Intensity (in/hr) 2.5414
Undeveloped Runoff Coefficient (Cu) 0.8116
Developed Runoff Coefficient (Cd) 0.8602
Time of Concentration (min) 10.0
Clear Peak Flow Rate (cfs) 44.5978
Burned Peak Flow Rate (cfs) 45.545
24-Hr Clear Runoff Volume (ac-ft) 6.0192
24-Hr Clear Runoff Volume (cu-ft) 262196.6366



Peak Flow Hydrologic Analysis
File location: G:/Sand Canyon Resort/Storm/Hydrology/Design Backup/Prop Hydrology Calc/PROP Sand Canyon Report.pdf
Version: HydroCalc 0.3.1-beta

Input Parameters
Project Name Sand Canyon
Subarea ID 107
Area (ac) 30.6
Flow Path Length (ft) 1884.0
Flow Path Slope (vft/hft) 0.08
50-yr Rainfall Depth (in) 5.9
Percent Impervious 0.03
Soil Type 20
Design Storm Frequency 50-yr
Fire Factor 0.34
LID False

Output Results
Modeled (50-yr) Rainfall Depth (in) 5.9
Peak Intensity (in/hr) 2.0377
Undeveloped Runoff Coefficient (Cu) 0.5195
Developed Runoff Coefficient (Cd) 0.5309
Time of Concentration (min) 16.0
Clear Peak Flow Rate (cfs) 33.104
Burned Peak Flow Rate (cfs) 36.7876
24-Hr Clear Runoff Volume (ac-ft) 2.7734
24-Hr Clear Runoff Volume (cu-ft) 120807.9883



Peak Flow Hydrologic Analysis
File location: G:/Sand Canyon Resort/Storm/Hydrology/Design Backup/Prop Hydrology Calc/PROP Sand Canyon Report.pdf
Version: HydroCalc 0.3.1-beta

Input Parameters
Project Name Sand Canyon
Subarea ID 108
Area (ac) 2.0
Flow Path Length (ft) 379.0
Flow Path Slope (vft/hft) 0.1
50-yr Rainfall Depth (in) 5.9
Percent Impervious 0.03
Soil Type 20
Design Storm Frequency 50-yr
Fire Factor 0.34
LID False

Output Results
Modeled (50-yr) Rainfall Depth (in) 5.9
Peak Intensity (in/hr) 3.5201
Undeveloped Runoff Coefficient (Cu) 0.6354
Developed Runoff Coefficient (Cd) 0.6433
Time of Concentration (min) 5.0
Clear Peak Flow Rate (cfs) 4.5291
Burned Peak Flow Rate (cfs) 4.8745
24-Hr Clear Runoff Volume (ac-ft) 0.1838
24-Hr Clear Runoff Volume (cu-ft) 8006.0921



Peak Flow Hydrologic Analysis
File location: G:/Sand Canyon Resort/Storm/Hydrology/Design Backup/Prop Hydrology Calc/PROP Sand Canyon Report.pdf
Version: HydroCalc 0.3.1-beta

Input Parameters
Project Name Sand Canyon
Subarea ID 201
Area (ac) 11.4
Flow Path Length (ft) 1056.0
Flow Path Slope (vft/hft) 0.1
50-yr Rainfall Depth (in) 5.9
Percent Impervious 0.03
Soil Type 99
Design Storm Frequency 50-yr
Fire Factor 0.34
LID False

Output Results
Modeled (50-yr) Rainfall Depth (in) 5.9
Peak Intensity (in/hr) 2.8224
Undeveloped Runoff Coefficient (Cu) 0.8222
Developed Runoff Coefficient (Cd) 0.8246
Time of Concentration (min) 8.0
Clear Peak Flow Rate (cfs) 26.5312
Burned Peak Flow Rate (cfs) 27.2815
24-Hr Clear Runoff Volume (ac-ft) 1.4699
24-Hr Clear Runoff Volume (cu-ft) 64028.2803



Peak Flow Hydrologic Analysis
File location: G:/Sand Canyon Resort/Storm/Hydrology/Design Backup/Prop Hydrology Calc/PROP Sand Canyon Report.pdf
Version: HydroCalc 0.3.1-beta

Input Parameters
Project Name Sand Canyon
Subarea ID 301
Area (ac) 17.0
Flow Path Length (ft) 1513.0
Flow Path Slope (vft/hft) 0.07
50-yr Rainfall Depth (in) 5.9
Percent Impervious 0.03
Soil Type 99
Design Storm Frequency 50-yr
Fire Factor 0.34
LID False

Output Results
Modeled (50-yr) Rainfall Depth (in) 5.9
Peak Intensity (in/hr) 2.4301
Undeveloped Runoff Coefficient (Cu) 0.8057
Developed Runoff Coefficient (Cd) 0.8085
Time of Concentration (min) 11.0
Clear Peak Flow Rate (cfs) 33.4006
Burned Peak Flow Rate (cfs) 34.427
24-Hr Clear Runoff Volume (ac-ft) 2.1908
24-Hr Clear Runoff Volume (cu-ft) 95429.4248



Peak Flow Hydrologic Analysis
File location: G:/Sand Canyon Resort/Storm/Hydrology/Design Backup/Prop Hydrology Calc/PROP Sand Canyon Report.pdf
Version: HydroCalc 0.3.1-beta

Input Parameters
Project Name Sand Canyon
Subarea ID 401
Area (ac) 9.3
Flow Path Length (ft) 683.0
Flow Path Slope (vft/hft) 0.08
50-yr Rainfall Depth (in) 5.9
Percent Impervious 0.03
Soil Type 99
Design Storm Frequency 50-yr
Fire Factor 0.34
LID False

Output Results
Modeled (50-yr) Rainfall Depth (in) 5.9
Peak Intensity (in/hr) 3.231
Undeveloped Runoff Coefficient (Cu) 0.8377
Developed Runoff Coefficient (Cd) 0.8396
Time of Concentration (min) 6.0
Clear Peak Flow Rate (cfs) 25.2283
Burned Peak Flow Rate (cfs) 25.8827
24-Hr Clear Runoff Volume (ac-ft) 1.1996
24-Hr Clear Runoff Volume (cu-ft) 52253.8561



Peak Flow Hydrologic Analysis
File location: G:/Sand Canyon Resort/Storm/Hydrology/Design Backup/Prop Hydrology Calc/PROP Sand Canyon Report.pdf
Version: HydroCalc 0.3.1-beta

Input Parameters
Project Name Sand Canyon
Subarea ID 402
Area (ac) 7.1
Flow Path Length (ft) 515.0
Flow Path Slope (vft/hft) 0.07
50-yr Rainfall Depth (in) 5.9
Percent Impervious 0.03
Soil Type 99
Design Storm Frequency 50-yr
Fire Factor 0.34
LID False

Output Results
Modeled (50-yr) Rainfall Depth (in) 5.9
Peak Intensity (in/hr) 3.5201
Undeveloped Runoff Coefficient (Cu) 0.8483
Developed Runoff Coefficient (Cd) 0.8499
Time of Concentration (min) 5.0
Clear Peak Flow Rate (cfs) 21.2401
Burned Peak Flow Rate (cfs) 21.7563
24-Hr Clear Runoff Volume (ac-ft) 0.9162
24-Hr Clear Runoff Volume (cu-ft) 39907.6035



3. LID Hydrologic Results  

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



Peak Flow Hydrologic Analysis
File location: G:/Sand Canyon Resort/Storm/Hydrology/Design Backup/Water Quality/WQ Sand Canyon Report_ LID.pdf
Version: HydroCalc 0.3.1-beta

Input Parameters
Project Name Sand Canyon
Subarea ID 101
Area (ac) 16.1
Flow Path Length (ft) 871.0
Flow Path Slope (vft/hft) 0.02
85th Percentile Rainfall Depth (in) 0.93
Percent Impervious 0.55
Soil Type 99
Design Storm Frequency 85th percentile storm
Fire Factor 0
LID True

Output Results
Modeled (85th percentile storm) Rainfall Depth (in) 0.93
Peak Intensity (in/hr) 0.1997
Undeveloped Runoff Coefficient (Cu) 0.1
Developed Runoff Coefficient (Cd) 0.54
Time of Concentration (min) 44.0
Clear Peak Flow Rate (cfs) 1.7358
Burned Peak Flow Rate (cfs) 1.7358
24-Hr Clear Runoff Volume (ac-ft) 0.6682
24-Hr Clear Runoff Volume (cu-ft) 29108.2375



Peak Flow Hydrologic Analysis
File location: G:/Sand Canyon Resort/Storm/Hydrology/Design Backup/Water Quality/WQ Sand Canyon Report_ LID.pdf
Version: HydroCalc 0.3.1-beta

Input Parameters
Project Name Sand Canyon
Subarea ID 102
Area (ac) 16.4
Flow Path Length (ft) 1232.0
Flow Path Slope (vft/hft) 0.07
85th Percentile Rainfall Depth (in) 0.93
Percent Impervious 0.55
Soil Type 99
Design Storm Frequency 85th percentile storm
Fire Factor 0
LID True

Output Results
Modeled (85th percentile storm) Rainfall Depth (in) 0.93
Peak Intensity (in/hr) 0.1997
Undeveloped Runoff Coefficient (Cu) 0.1
Developed Runoff Coefficient (Cd) 0.54
Time of Concentration (min) 44.0
Clear Peak Flow Rate (cfs) 1.7681
Burned Peak Flow Rate (cfs) 1.7681
24-Hr Clear Runoff Volume (ac-ft) 0.6807
24-Hr Clear Runoff Volume (cu-ft) 29650.627



Peak Flow Hydrologic Analysis
File location: G:/Sand Canyon Resort/Storm/Hydrology/Design Backup/Water Quality/WQ Sand Canyon Report_ LID.pdf
Version: HydroCalc 0.3.1-beta

Input Parameters
Project Name Sand Canyon
Subarea ID 103
Area (ac) 4.07
Flow Path Length (ft) 1971.0
Flow Path Slope (vft/hft) 0.08
85th Percentile Rainfall Depth (in) 0.93
Percent Impervious 0.9
Soil Type 99
Design Storm Frequency 85th percentile storm
Fire Factor 0
LID True

Output Results
Modeled (85th percentile storm) Rainfall Depth (in) 0.93
Peak Intensity (in/hr) 0.2018
Undeveloped Runoff Coefficient (Cu) 0.1
Developed Runoff Coefficient (Cd) 0.82
Time of Concentration (min) 43.0
Clear Peak Flow Rate (cfs) 0.6736
Burned Peak Flow Rate (cfs) 0.6736
24-Hr Clear Runoff Volume (ac-ft) 0.2565
24-Hr Clear Runoff Volume (cu-ft) 11173.881



Peak Flow Hydrologic Analysis
File location: G:/Sand Canyon Resort/Storm/Hydrology/Design Backup/Water Quality/WQ Sand Canyon Report_ LID.pdf
Version: HydroCalc 0.3.1-beta

Input Parameters
Project Name Sand Canyon
Subarea ID 104
Area (ac) 6.6
Flow Path Length (ft) 962.0
Flow Path Slope (vft/hft) 0.07
85th Percentile Rainfall Depth (in) 0.93
Percent Impervious 0.03
Soil Type 20
Design Storm Frequency 85th percentile storm
Fire Factor 0
LID True

Output Results
Modeled (85th percentile storm) Rainfall Depth (in) 0.93
Peak Intensity (in/hr) 0.1339
Undeveloped Runoff Coefficient (Cu) 0.1
Developed Runoff Coefficient (Cd) 0.124
Time of Concentration (min) 103.0
Clear Peak Flow Rate (cfs) 0.1096
Burned Peak Flow Rate (cfs) 0.1096
24-Hr Clear Runoff Volume (ac-ft) 0.0629
24-Hr Clear Runoff Volume (cu-ft) 2740.3926



Peak Flow Hydrologic Analysis
File location: G:/Sand Canyon Resort/Storm/Hydrology/Design Backup/Water Quality/WQ Sand Canyon Report_ LID.pdf
Version: HydroCalc 0.3.1-beta

Input Parameters
Project Name Sand Canyon
Subarea ID 105A
Area (ac) 0.3
Flow Path Length (ft) 320.0
Flow Path Slope (vft/hft) 0.05
85th Percentile Rainfall Depth (in) 0.93
Percent Impervious 0.9
Soil Type 99
Design Storm Frequency 85th percentile storm
Fire Factor 0
LID True

Output Results
Modeled (85th percentile storm) Rainfall Depth (in) 0.93
Peak Intensity (in/hr) 0.3311
Undeveloped Runoff Coefficient (Cu) 0.1772
Developed Runoff Coefficient (Cd) 0.8277
Time of Concentration (min) 15.0
Clear Peak Flow Rate (cfs) 0.0822
Burned Peak Flow Rate (cfs) 0.0822
24-Hr Clear Runoff Volume (ac-ft) 0.0189
24-Hr Clear Runoff Volume (cu-ft) 823.9652



Peak Flow Hydrologic Analysis
File location: G:/Sand Canyon Resort/Storm/Hydrology/Design Backup/Water Quality/WQ Sand Canyon Report_ LID.pdf
Version: HydroCalc 0.3.1-beta

Input Parameters
Project Name Sand Canyon
Subarea ID 105B
Area (ac) 1.1
Flow Path Length (ft) 670.0
Flow Path Slope (vft/hft) 0.02
85th Percentile Rainfall Depth (in) 0.93
Percent Impervious 0.9
Soil Type 99
Design Storm Frequency 85th percentile storm
Fire Factor 0
LID True

Output Results
Modeled (85th percentile storm) Rainfall Depth (in) 0.93
Peak Intensity (in/hr) 0.2469
Undeveloped Runoff Coefficient (Cu) 0.1
Developed Runoff Coefficient (Cd) 0.82
Time of Concentration (min) 28.0
Clear Peak Flow Rate (cfs) 0.2227
Burned Peak Flow Rate (cfs) 0.2227
24-Hr Clear Runoff Volume (ac-ft) 0.0693
24-Hr Clear Runoff Volume (cu-ft) 3019.9262



Peak Flow Hydrologic Analysis
File location: G:/Sand Canyon Resort/Storm/Hydrology/Design Backup/Water Quality/WQ Sand Canyon Report_ LID.pdf
Version: HydroCalc 0.3.1-beta

Input Parameters
Project Name Sand Canyon
Subarea ID 106
Area (ac) 5.0
Flow Path Length (ft) 472.0
Flow Path Slope (vft/hft) 0.04
85th Percentile Rainfall Depth (in) 0.93
Percent Impervious 0.55
Soil Type 99
Design Storm Frequency 85th percentile storm
Fire Factor 0
LID True

Output Results
Modeled (85th percentile storm) Rainfall Depth (in) 0.93
Peak Intensity (in/hr) 0.2557
Undeveloped Runoff Coefficient (Cu) 0.1
Developed Runoff Coefficient (Cd) 0.54
Time of Concentration (min) 26.0
Clear Peak Flow Rate (cfs) 0.6903
Burned Peak Flow Rate (cfs) 0.6903
24-Hr Clear Runoff Volume (ac-ft) 0.2075
24-Hr Clear Runoff Volume (cu-ft) 9039.6778



4. Existing Debris Production Calculation 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



EXISTING WATERSHED 100

Using eq 3.3.5 of sedimentation manual (March 2006)

EXISTING WATERSHED DEBRIS PRODUCTION CALCULATION

AREA OF DPA 8 0.06 SQ MI

AREA OF DPA 9 0.07 SQ MI

AREA OF DEVELOPED DPA 8 0.04 SQ MI

AREA OF DEVELOPED DPA 9 0.07 SQ MI

DPA8(A8+A9) 30000 C.Y./SQ MI

DPA8(A8‐Ad8) 35000 C.Y./SQ MI

DPA9(A8+A9) 14000 C.Y./SQ MI

DPA9(A9‐Ad9) 16500 C.Y./SQ MI

DEBRIS PRODUCTION 804 C YDEBRIS PRODUCTION 804 C.Y.

EXISTING WATERSHED 200

Using eq 3.3.1 of sedimentation manual (March 2006)

AREA 201 0.02 SQ MI

DPR OF WATERSHED 200 35000 C.Y./SQ MI

DEBRIS PRODUCTION 788 C.Y.
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